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COMMONWEALTH OF PENNSYLVANIA
PENNSYLVANIA PUBLIC UTILITY COMMISSION
400 NORTH STREET, HARRISBURG, PA 17120
	





IN REPLY PLEASE REFER TO OUR FILE


June 14, 2019
Docket No. A-2019-3007945
Utility Code: 110500
CERTIFIED

STEVEN HERLING VP PLANNING
PJM INTERCONNECTION LLC
2750 MONROE BLVD
AUDUBON PA  19403

Re:  	PPL Electric Utilities Corporation’s Project S0864 for Approval to Rebuild the Existing Breinigsville-Alburtis 500 kV Transmission Line in Lehigh County, Pennsylvania.

Dear Mr. Herling:

On February 15, 2019, PPL Electric Utilities Corporation (PPL Electric) filed an Application with the Pennsylvania Public Utility Commission for approval to rebuild approximately six miles of the existing 500 kV Breinigsville-Alburtis 500 kV Transmission Line in Lower Macungie and Upper Macungie Townships, Lehigh County, Pennsylvania.  In order for us to complete our analysis of the subject application, the Bureau of Technical Utility Services request answers to the enclosed data requests.  This information is necessary for completion of our review of the filing.  

Please forward the requested information to the Commission within ten (10) days of receipt of this letter.  

Please forward the information to the Secretary of the Commission at the address listed below.  When submitting documents, all documents requiring notary stamps must have original signatures.  Please note that some responses may be e-filed to your case, http://www.puc.pa.gov/efiling/default.aspx.  A list of document types allowed to be e-filed can be found at http://www.puc.pa.gov/efiling/DocTypes.aspx.  

	Rosemary Chiavetta, Secretary

	Pennsylvania Public Utility Commission

	400 North Street

	Harrisburg, PA 17120



 Your answers should be verified per 52 Pa Code § 1.36.  Accordingly, you must provide the following statement with your responses:

I, ________________, hereby state that the facts above set forth are true and correct to the best of my knowledge, information and belief, and that I expect to be able to prove the same at a hearing held in this matter.  I understand that the statements herein are made subject to the penalties of 18 Pa.C.S. § 4904 (relating to unsworn falsification to authorities).

The blank should be filled in with the name of the appropriate company representative, and the signature of that representative should follow the statement.

In addition, to expedite analysis of the application, please also e-mail the information to 
Jordan Van Order at jvanorder@pa.gov.  Please direct any questions to Jordan Van Order, Bureau of Technical Utility Services, at jvanorder@pa.gov (preferred) or 717-787-8763.  


[bookmark: _GoBack][image: ]							Sincerely,

	

							Rosemary Chiavetta  
							Secretary  

Enclosure 

Cc:  	STEPHEN BENNETT  MANAGER
PJM INTERCONNECTION LLC
2750 MONROE BLVD
AUDUBON PA  19403




	 





















Bureau of Technical Utility Services
Data Requests
Docket No. A-2019-3007945

Note:  If any responses contain Confidential Security Information (CSI), 
please inform TUS staff via phone call or email.

TUS-1	Please explain the process that PJM will use to evaluate PPL’s project S0864 that is driven by alleged N-1-1 reliability violations and Form 715 criteria violations related to voltage drops.  For informational purposes, please refer to pages 8-13 of PPL’s application http://www.puc.state.pa.us//pcdocs/1606387.pdf  and pages 4- 10 of Attachment 1 http://www.puc.state.pa.us//pcdocs/1606388.pdf describing the need for the project.

TUS-2	With respect to the baseline drivers for S0864, has PJM reviewed the proposed baseline reliability drivers and PPL Form 715 criteria drivers, as applied to PPL’s proposed solution?  

TUS-3	Has PJM and its stakeholders been formally informed of the new baseline drivers for S0864?  If not, what is PJM’s process to update the stakeholders of the update?

TUS-4	If project S0864 is not built and is removed from the RTEP, does PJM identify a BES reliability violation and, if so, when is that violation projected to occur?  Has PJM proposed any solutions to this violation?  Has PJM independently verified and vetted the most efficient and/or least cost solution that resolves the violation?  Under the PPL FERC Form 715 analysis, when does PJM see a TO criteria violation first occurring?

TUS-5	Is a special protection scheme a permitted solution to both the PPL Form 715 criteria and PJM BES reliability violations?

TUS-6	How will cost allocation be affected if the project is approved as a (1) supplemental project, (2) baseline 715 TO criteria, or (3) PJM BES reliability criteria (N-1-1)?  What will be the cost allocation if both the Form 715 criteria and PJM BES reliability criteria violations drive a project?

[bookmark: _Hlk11154284]TUS -7	What are the specific reliability criteria differences, as applied to this case, between the PPL TO Form 715 and PJM BES reliability criteria?
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